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Region Energy Storage
System

 

Non-Renewable Energy
 

Renewable Energy
 

Luzon 0.20% 85.52% 14.28%
Mindanao 0.12% 63.38% 36.50%
Visayas 0.05% 59.11% 40.84%
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Region Daily Peak, MW Time of Peak Demand
Luzon 10,698 7/5/2025 10:55:00 AM
Mindanao 2,442 7/5/2025 6:35:00 PM
Visayas 2,305 7/5/2025 1:55:00 PM

MW
Region Year-to-Date Peak, MW Time of Peak Demand

Luzon 14,011 4/24/2024 2:55:00 PM
Mindanao 2,716 4/24/2025 2:35:00 PM
Visayas 2,679 5/21/2024 2:20:00 PM
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From Visayas to Luzon
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From Mindanao to Visayas

From Visayas to Mindanao

SYSTEM-WIDE

SYSTEM-WIDE

MARKET OUTCOMES GENERATION MIX

PEAK DEMAND

HVDC AVERAGE MW FLOW

SYSTEM-WIDE Hour

Available 
Capacity

Derated 
Capacity

Capacity on 
Outage

Energy 
Requirement

Energy + Reserve 
Requirement

 MW

MW

 MW

MW

147.96

244.82

39.9%

81.6%
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Load Weighted 
Average Price

Average Supply

Average Demand

LUZON TO VISAYAS

VISAYAS TO LUZON

VISAYAS TO MINDANAO

MINDANAO TO VISAYAS

of the time

of the time

of the time

of the time

Luzon: Php          /kWh 

Visayas: Php           /kWh

Mindanao:  Php         /kWh

Luzon:                 MW

Visayas:                  MW

Mindanao:                  MW

14,098

2,530

3,681

9,377

2,029

2,118

Luzon:                 MW

Visayas:                  MW

Mindanao:                  MW

60.1%

18.4%

100.75

85.83

Disclaimer/Waiver: This publication aims to provide a timely overview of the actual market trading outcomes that transpired during the relevant trading day in the Wholesale Electricity Spot Market 
(WESM). As such, IEMOP does not make any representation or warranties as to the completeness or accuracy of the information. IEMOP, likewise, accepts no responsibility or lability whatsoever, for 
any loss or costs Incurred by the reader arising from, or In relation to, any conclusions or assumptions derived from the information found herein. WESM Prices as captured in this report are only 
applicable to market transactions. Bilateral transactions or quantities covered by contracts are settled outside WESM.
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Reserve Per Contingency Reserve Dispatchable Reserve Regulation Down Reserve Regulation Up Reserve
Region

 

MW Req't

 

MW
Capacity

Sched
 

MW Req't

 

MW
Capacity

Sched
 

MW Req't

 

MW
Capacity

Sched
 

MW Req't

 

MW
Capacity

Sched
 

01 Luzon 668 668 624 624 203 203 203 203
02 Visayas 150 150 129 129 40 40 40 40
03 Mindanao 127 127 117 117 42 42 42 42

FREQUENCY CONTROL ANCILLARY SERVICES AVERAGE SCHEDULE AND REQUIREMENT
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ROLLING AVERAGE GENERATOR WEIGHTED 
AVERAGE PRICE

CPT

Region

 

Below 0
PHP/MWH

0 - 2500
PHP/MWH

2500 - 5000
PHP/MWH

5000 - 10000
PHP/MWH

Above 10000
PHP/MWH

01 System 17.4% 11.1% 63.2% 8.0% 0.3%
      
02 Luzon 0.3% 25.0% 68.4% 3.5% 2.8%
      
03 Visayas 17.4% 9.4% 53.8% 12.2% 7.3%
      
04 Mindanao 11.8% 9.7% 59.0% 13.2% 6.3%
      

PRICE DISTRIBUTION

Based on Generator Weighted Average Price (GWAP)
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AVG PRICE:  P/KWH

LUZON RESERVES

Reserve Requirement Reserve Offers Reserve Schedule Zonal Reserve Price

Regulation Down Reserve

Dispatchable Reserve

Contingency Reserve

AVG PRICE:  P/KWH

AVG PRICE:  P/KWH

AVG PRICE:  P/KWH
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